
ALL CORNERS SEAM WELDED 
AND GROUND SMOOTH

METERINC AREA NOT REQUIRED 
FOR UNMETERED LOADS. METERINC 
AREA MAY BE AN ATTACHED 
SECTION OR INCLUDED AS PART 
OF LOWER SECTION.

PIANO HINGE FOR 
OUTER DOOR AND 
DEADFRONT PANEL

CIRCUIT
BREAKER
MOUNTING
FRAME

CONTACTORS

SERVICE CONDUIT 
TO P.G.&E.
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SEE NOTE 16 
DWG E-30

FRONT VIEW

5 /8" DIA. COPPER-CLAD 
OR 3 /A" DIA. GALV. STEEL 
X 10' LONG GROUND ROD 
GROUNDING ELECTRODE 
(INSTALLED IN LOAD 
SECTION OF CABINET)

SEE NOTE 16 
DWG E-30

SIDE VIEW

NOTES:
1. TERMINATE CONDUIT 1'MIN. - 2" MAX. ABOVE TOP OF FOUNDATION.
2. FOR TYPICAL SERVICE WIRING DIAGRAM SEE DRAWING E-31.
3. SEE NOTES DRAWING E-29 & E-30.
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