San José Fire Department

Office of the Fire Marshal

OUTDOOR SPECIAL EVENT DISTANCES TABLE

Table 1: Outdoor Special Events Fire Safety Requirements

Required Distances

Tents, Canopies, Trees, Open . .
& Membrane | Exits | Vehicles Combustible Genel:al Flames Inside the R?quu"ed
. Public . Booth Extinguisher
Structures Materials Devices
LP Gas 10° 10° N/A 10° NOt. 10° Prohibited 2A:10B:C
accessible
Charcoal 10° 10° 10° 10° Not N/A | Prohibited | 2A:10B:C
cooking accessible
. 18” from
Heating N/A 187 | NA 187 Not N/A | sidewalls | 2A:10B:C
Equipment accessible and drops
Frying 18” 18” N/A 10° Not 3 Prohibited K
Equipment accessible
Mounted
Electric , , | or plumbed , Not . )
Generator*** 20 20 generators 10 accessible 25 Prohibited 408:C
only
Outdoors
cooking that Not
produces sparks 10° 10° 10° 10° o N/A Prohibited 2A:108:C
. accessible
(Heating
Equipment)
*#*No refueling during events hours.
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